ACCESSORIES FOR PIPELINE CONSTRUCTION

End Seals Type ASTM

Installation guide
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End Seals 4 pipes

Type ASTM End Seals

INSTALLATION GUIDE

1. The casing end seal is supplied with a stainless steel 2. Clean casing pipe and carrier pipes.
tightening strap for the casing pipe and a stainless steel
tightening strap for each carrier pipe opening.

3.Pull casing end seal over carrier 4. Fasten the casing end seal on the carrier pipes and the casing pipe with the
pipes and casing pipe, afterwards tightening straps.
put the supplied tightening straps in
place over the corresponding

pipes.

5. Correctly installed casing end seal
type ASTM.




4 pipes GmbH

@ SigmundstraBe 182 | 90431 Nuremberg / Germany

@ +4991181006-0 & info@4pipes.de

www.4pipes.de

1G20261v1.01GBIPDF



